No. 7 PULL BOX (TYP)
(SEE T2—-6 AND T2-10).

No. 7 PULL BOX ON
CABINET CORNER SHALL
BE INSTALLED IN CABINET
CONCRETE FOUNDATION

_.c% % \\\\'— PAD (SEE T3-1).
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* |F CONDUIT IS INSTALLED BY BORING,

CONCRETE ENCASEMENT IS NOT REQUIRED.

NOTES:

1. MULE TAPE PULL STRING TO BE
INSTALLED IN ALL CONDUIT RUNS.

2. ALL CONDUITS SHALL BE GREY PVC.

3. ALL EMPTY CONDUIT ENDS SHALL BE
PLUGGED WITH CONDUIT PLUGS. INSTALL
#8 TRACER WIRE IN EMPTY CONDUIT.

4. SEE T11—-2 FOR CORNER DIMENSIONS.
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